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Preventive Practices:

DN N N

Never perform electrical work until all circuits are deenergized, locked out and grounded.
When working on high-voltage lines on a pole, ground both incoming and outgoing lines.
Use voltage detecting instruments to determine if electrical conductors are energized.

Use proper equipment (gloves, etc.) when performing electrical work.
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